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PLUMBING FIXTURE SCHEDULE 1ER
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CONNECTIONS 4
sTYMBOL DESCRIPTION MAKE ¢ MODEL NO. CW | HU | 88 | v | FLOWRATE ACCESSORIES T
VITREOUS CHINA ELONGATED BOUL AMERICAN STAND ARD OLSONITE ®5CT OFPEN FRONT SEAT, SLOAN MODEL Z -
@ SIPHON ACTION WALL MOUNTED WATER | "AFWALL", MODEL 335lle2 " - 4" 2" & GFF 421187 BATTERY -POUERED SENSOR FLUSH VALVE 4 = g §
CLOSET FOR HANDICAPPED USE WALL CARRIER. s ®
VITREOUS CHINA ELONGATED BOUWL AMERICAN STANDARD OLSONITE 5CT OFPEN FRONT SEAT, SLOAN MODEL Z _-Q" '§
SIPHON ACTION WALL MOUNTED WATER | "AFWALL'", MODEL 335ll62 " - 4" 2" & GFF 42187 BATTERY -POUERED SENSOR FLUSH YALVYE 4 = g’ a
CLOSET FOR HANDICAPFED USE WALL CARRIER. MOUNTING HEIGHT FOR HANDICAPFED Ayla z
USE. Iy
<
/UR\ | YITREOUS CHINA SIPHON JET ACTION AMERICAN STANDARD SLOAN MODEL 40llse BATTERY -POWERED SENSOR <|s
WALL MOUNT URINAL "TRIMBROOK", MODEL 3" - 2" " 12 GFF FLUSH YALYE FOR ADA COMPLIANCE ¢ ALL SUPFPLIES.
A
m VITREOUS CHINA SIFHON JET ACTION AMERICAN STAND ARD SLOAN MODEL 49118 BATTERY -FPOUERED SENSOR
. WALL MOUNT URINAL FOR "TRIMBROOK'!, MODEL %" - 2" 175 12 GFF FLUSH VALVYE FOR ADA COMPLIANCE ¢ ALL SUPPLIES.
\ 2/ |HANDICAPPED USE e56lo1 MOUNTING HEIGHT FOR HANDICAPPED USE.
VITREOUS CHINA COUNTERTOP AMERICAN STANDARD MODEL 2202.12! LEVER HANDLE FAUCET SET,
A AV | MOUNTED LAVATORY "AQUALYN" MODEL ' | | 2" | 1" 15 GPM SPEEDWAY, TRAP, ¢ ALL SUPPLIES. PROVIDE
NIV 0415041 PLUMBEREX PRO-EXTREME MODEL X4333 INSULATION
KIT ON ALL EXPOSED PIPING UNDER SINK.
@ EXPOSED, MODERATE CLIMATE, ZURN MODEL Z-1333 WALL CLAMP
AUTOMATIC DRAINING, ANTI-SIPHON %" | - - - |UNRESTRICTED
v HOSE BIBB
m STAINLESS STEEL FLOOR DRAIN MIFAB Fio@2-6-3 L' TRAP PRIMER CONNECTION
|/2n - 2|| “/2” -
m BELLOWS TYFPE WATER HAMMER ZURN MODEL Z-1N22 %422 LOCKING ACCESS BOX & 12" AFF. PAINTED TO MATCH
ARRESTOR " - - - - ADJACENT SURFACE.

LAVATORY OR SINK AS
SHOUWN ON PLANS

JAY R SMITH "PRIME-EZE" _/
WATER SAVER TRAP PRIMER

" COMPRESSION
FITTING

ESCUTCHEONS

L' TYPE "L" 8OFT COPPER
BELOW SLAB TO FLOOR
DRAIN - SLOPE AT MINIMUM
1" PER LINEAL FOOT

FLOOR DRAIN OR FLOOR

8INK AS SPECIFIED
FINISHED FLOOR — \
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PRIMER
RECOMMENDED ROUGH-IN

ON FLOOR DRAIN

TRAP PRIMER LINE

TRAP PRIMER DETAIL

\ SLOPE 1"FT
N TRAP PRIMER CONNECTION
\- ALTERNATE TRAP PRIMER

CONNECTION ADAPTER AS
REQUIRED DUE TO SLOPE OF
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WASTE PIFPING

GREASE INTERCEFPTOR PIPING
YENT PIPING

TEMPERED WATER PIPING
COLD WATER PIPING

HOT WATER PIFPING

HOT WATER RETURN PIPING
ROOF DRAIN PIFING
OVYERFLOW ROOF DRAIN PIPING
GAS PIPING

CONDENSATE DRAIN PIPING
FIRE SERVICE PIPING

PIFPE UP

PIPE DOUN

POINT OF CONNECTION
VENT THRU ROOF
CLEANOUT TO GRADE
FLOOR CLEANOUT

WALL CLEANOUT

SHUT OFF YALVYE

CHECK VALVE

UNION

THERMOMETER

"PETES FPLUG"

BALL VALVE

BALANCING VALVE

FLEX CONNECTOR

ABOVE FINISHED GRADE
ABOVYE FINISHED FLOOR
EXISTING

NEW

JP. COPOULOS
ARCHITECT @

P.O. Box 2517
Carson City

Nevada
89702

T 775-885-7907
F 775-885-6806

www.jpcarchitect.com

Project Address:

851 East Williams St
Phone 775-887-2290
Fax 775-887-2256

Owner:

Carson City Parks & Rec
Dept

3303 Butti Way Bldg #9
Carson City, Nv 89701
Phone 775-887-2262

Fax 775-887-2145
Rmoellendorf@carson.org
Mechanical Engineer
Aspen Engineering

5474 Longley Lane #200
Reno, NV 89511

Phone: (775) 826-6061
Fax: (775) 826-1228
e-mail:
mail@aspenreno.com
Electrical Engineer

PK Electrical

681 Sierra Rose Dr. Suite B
Reno, NV 89511

Phone: (775) 826-9010
Fax: (775) 826-9030
e-mail:
kpurcell@pkelectrical.com

No. Description Date

CARSON CITY
COMMUNITY
CENTER ADA

IMPROVEMENTS

PLUMBING

SCHEDULES &
DETAILS

Project number 10036

NOTICE TO BIDDERS

BIDS ARE TO BE BASED ON EXACT ITEMS (MANUFACTURER AND MODEL NUMBER)
SPECIFIED UNLESS SPECIFIC WRITTEN PERMISSION TO SUBSTITUTE OTHER ITEMS HAS
BEEN GRANTED BY THE ENGINEERS. THE CONTRACTOR ASSUMES ALL RISK THAT
ALTERNATE EQUIPMENT MAY BE REJECTED DURING THE SUBMITTAL PROCESS. THE
CONTRACTOR MAY BE REQUIRED TO PROVIDE & INSTALL THE EXACT EQUIPMENT
SHOUN ON THIS DRAWING. VALUE ENGINEERING ISSUES WILL BE ADDRESSED AFTER
THE BID PROCESS 15 COMPLETE.
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